DEPARTMENT OF THE ARMY
Omaha District, Corps of Engineers
106 South 15th Street
QOmaha, Nebraska 68102-1618

:NOTICE: Failure to acknow edge : Solicitation No. DACA45 02 R 0024

;all amendnents nmay cause rejec-

:tion of the offer. See FAR : Date of Issue: 09 JUL 2002

:52.215-1 of Section 00100 : Dat e of Receiving Phase 2 Proposals:
02 OCT 2002

Amrendnent No. 0007
20 Sept enber 2002

SUBJECT: Anendnent No. 0007 to Request for Proposal Solicitation Package
for Design and Construction of REPLACE FAM LY HOUSI NG, M NOT AFB, ND.
Solicitation No. DACA45 02 R 0024.

TO Prospective Oferors and O hers Concer ned
1. The specifications and drawi ngs for subject project are hereby nodified
as follows (revise all specification indices, attachment Ilists, and draw ng

i ndi ces accordingly).

a. Specifications. (Descriptive Changes.)

1. Section 00110, Page 17, paragraph 5.2.1 a)(3) add the
following to the end of the paragraph:

“One original bound Color Board shall be submtted with the
Phase 2 Proposal (Volune I1) submittal. Colored photographs
(8"x 10") of the original color board shall be submtted
within the 6 copies of the Volunme Il proposals.”

2. Section 01000, Page 4-11 paragraph 4.4.19.1, starting at the
3% line, delete The Design Build Contractor...phase w thout
having to cross a street.”

and substitute:

“The Design Build Contractor is responsible devel oping the
final site plans for the play areas. Play areas should be
located within site Iines of the housing units and shal

m nim ze the nunber of streets that residents need to cross to
obtai n access to the playgrounds. The nunber of playgrounds
will be identified in each task order.”
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3. Section 01000, Page 8-5, paragraph 8.3.1, 1% line, after “Al
sewer nmains and laterals in the project area shall be
repl aced.”

add:

“(Not e: Exclude replacenent of existing 8-inch VCP sewer nmin
from manhol e #1301 shown on Dwg. Ul. 32, which runs parall el
and south of Shawnee Road. This 8-inch VCP sewer main ties
into an existing 4-inch force main |ocated at manhol e #2010
shown on Dng ULl. 33. Force main flows are generated fromthe
Hospital and do not need replacing).”

4. Section 01000, Page 8-6, paragraph 8.3.3, 1% line, delete
“asbestos cenment pipe” and substitute “vitrified clay pipe
(VCP)”. After the second sentence “All sewer nmins...shall be
repl aced.”

add:

“(Note: Exclude replacenent of existing 8-inch VCP sewer nmin
from manhol e #1301 shown on Dwg. Ul. 32, which runs parall el
and sout h of Shawnee Road. This 8-inch VCP sewer main ties
into an existing 4-inch force main | ocated at manhol e #2010
shown on Dwg Ul. 33. Force main flows are generated fromthe
Hospital and do not need replacing.)”

2. This anendnent is a part of the proposing papers and its receipt shall be
acknow edged on the Standard Form 1442. Al other conditions and requirenents
of the request for proposal renain unchanged. If the proposals have been
mailed prior to receiving this anendnent, you will notify the office where
proposals are received, in the specified manner, imediately of its receipt and
of any changes in your proposal occasi oned thereby.

a. Hand- Carried Proposals shall be delivered to the U S. Arny Corps
of Engi neers, Omaha District, Contracting Division (Room 301), 106 South 15th
Street, Omaha, Nebraska 68102-1618.

b. Mai | ed Proposals shall be addressed as noted in Item 8 on Page
00010-1 of Standard Form 1442.

3. Proposals for Phase 2 will be received until 1400 hours, local tine at
pl ace of receiving proposals, 02 OCT 2002.

U S. Arny Engineer District, Oraha
Cor ps of Engi neers

106 South 15th Street

Ormaha, Nebraska 68102-1618

20 Sept enber 2002
nr p/ 4413
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